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PHYSICAL TESTING REPORT

January 9, 1997

Client: Phoenix Roofing Systems, Inc.. Job No: 25-7774-4
110 E. Wilshire Avenue Test Data: Novemnber 26th, 1996
Fullerton, CA 92832 Metro Dade County Notification #: CAE 96174

Project:  Salt Spray Exposure (ASTM B117) of Granule Coated Metal Roof Tile
Panels - ‘ .
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mple Materiai: Threa 3" x 8" Granule Coated Metal Roof Tile Panels.

Tes nditions:  The sampies were exposed te a 5% NaCl salt solution at 95°F
and 100% relative humidity for 1000 hours within a sait spray
chamber. After completion, each sample was rinsed in clean
running water and allowed to dry.

Besuylts: An inspection revealed corrosion on the back, uncoated side of
each panel. This corrosion was concentrated at the top 1/27 of
each panel.
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